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FIG.2
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1
VENTILATION SYSTEM

TECHNICAL FIELD

The present invention relates to ventilation systems each
including a plurality of ventilation devices connected to
ducts.

BACKGROUND ART

As described in PATENT DOCUMENT 1, a ventilation
system has been conventionally known which each include a
plurality of connected devices connected to a common duct.
The ventilation system uses a duct to which a plurality of
connected devices are connected as a duct for introducing
outside air, thereby simplifying the construction of the duct.

CITATION LIST
Patent Document

PATENT DOCUMENT 1: Japanese Utility Model Publica-
tion No. H06-6465

SUMMARY OF THE INVENTION
Technical Problem

Incidentally, known ventilation systems including ducts
include a ventilation system using ventilation devices, such as
air conditioners, humidity controlling ventilation devices, or
blowers, as connected devices connected to the ducts. In such
a ventilation system, the specifications of a duct need to be
determined depending on the number of ventilation devices
connected to the duct, and thus, in the introduction of the
ventilation system, all of the ventilation devices connected to
the duct are brought into operation to check whether or not the
required ventilation flow rate is ensured.

However, the ventilation system cannot automatically
determine the relationship of connection between many ven-
tilation devices included in the ventilation system and a spe-
cific duct in adjustment of the flow rate, and the estimated
number of ventilation devices connected to the duct may be
different from the actual number of ventilation devices con-
nected to the duct back.

In this case, for example, when the actual number of ven-
tilation devices connected to the duct is greater than the
estimated number of ventilation devices connected to the duct
back, the ventilation flow rate during normal operation is
higher than the estimated ventilation flow rate. This increases
the loss of air pressure, and thus, the air flow rate of each of the
ventilation devices becomes insufficient.

It is therefore an object of the present invention to provide
a ventilation system including a plurality of ventilation
devices and configured to automatically determine at least
one of the ventilation devices belonging to a specific duct.

Solution to the Problem

In the present invention, a ventilation device belonging to a
specific duct is automatically determined.

A ventilation system according to a first aspect of the
invention includes: a plurality of ventilation devices (10a-
10#) including at least one specific ventilation device (10a,
104, 10c, . . . ) and a determination ventilation device (107)
that each include an air blowing fan (25, 26); ducts (1, 2, 3) to
which the ventilation devices (10a-107) are connected; a fan
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controller (5a) configured to control a rotational speed of the
air blowing fan (25, 26) of each of the ventilation devices
(10a-107); a power detector (55) configured to detect a fluc-
tuation in power consumed by the air blowing fan (25, 26) of
each of the ventilation devices (10a-10#); a connection deter-
minator (5¢) configured to determine that the determination
ventilation device (102) and the specific ventilation device
(10a, 1056, 10c, . . . ) are connected to an identical one of the
ducts (1, 2, 3) in asituation where when the fan controller (5a)
drives the air blowing fan (25, 26) of the specific ventilation
device (10a,1056, 10c, . . . ) connected to a specific duct (1, 2,
3), and changes the rotational speed of the air blowing fan (25,
26) of the determination ventilation device (10#), the power
detector (5b) detects a fluctuation in the power consumed by
the air blowing fan (25, 26) of the specific ventilation device
(10a, 105, 10c, . . . ), and determine that the determination
ventilation device (102) and the specific ventilation device
(10a, 105, 10c, . . . ) are connected to different ones of the
ducts (1, 2, 3) in asituation where when the fan controller (5a)
drives the air blowing fan (25, 26) of the specific ventilation
device (10a,1056, 10c, . . . ) connected to a specific duct (1, 2,
3), and changes the rotational speed of the air blowing fan (25,
26) of the determination ventilation device (10#), the power
detector (5b) does not detect a fluctuation in the power con-
sumed by the air blowing fan (25, 26) of the specific ventila-
tion device (10a, 105, 10c, . . . ).

In the first aspect of the invention, the plurality of ventila-
tion devices (10a-10r) each including the air blowing fan (25,
26) are connected to the ducts (1,2, 3). The fan controller (5a)
controls the rotational speed of the air blowing fan (25, 26) of
each of the ventilation devices (10a-10r), and the power
detector (5b) detects fluctuations in the power consumed by
the air blowing fan (25, 26) of each of the ventilation devices
(10a-102).

The fan controller (5a) drives the air blowing fan (25, 26) of
the specific ventilation device (10a, 105, 10c, . . . ) connected
to the single specific duct (1, 2, 3), and changes the rotational
speed of the air blowing fan (25, 26) of the determination
ventilation device (107). In this case, the power detector (56)
detects fluctuations in the power consumed by the air blowing
fan (25, 26) of the driven specific ventilation device (10a, 105,
10c, .. .).

When fluctuations in the power consumed by the air blow-
ing fan (25, 26) of the specific ventilation device (10a, 105,
10c, ... )are detected, this allows the connection determinator
(5¢) to determine that the determination ventilation device
(107) and the specific ventilation device (10a, 105, 10c, . . . )
are connected to an identical one of the ducts (1, 2, 3), and
when fluctuations in the power consumed by the air blowing
fan (25, 26) of the specific ventilation device (10a, 105,
10c, . . . ) are not detected, this allows the connection deter-
minator (5¢) to determine that the determination ventilation
device (10%) and the specific ventilation device (10a, 105,
10c, . .. ) are connected to different ones of the ducts (1, 2, 3).

A second aspect of the invention is directed to the ventila-
tion system of the first aspect of the invention, and the con-
nection determinator (5¢) may be configured to determine
that the determination ventilation device (10#%) and the spe-
cific ventilation device (10a, 105, 10c¢, . . . ) are connected to
anidentical one ofthe ducts (1, 2, 3) ina situation where when
the rotational speed of the air blowing fan (25, 26) of the
determination ventilation device (10z) is increased, the
power consumed by the air blowing fan (25, 26) of the specific
ventilation device (10a, 105, 10¢, . . . ) decreases.

In the second aspect of the invention, the connection deter-
minator (5¢) determines that the determination ventilation
device (10%) and the specific ventilation device (10a, 105,
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10c¢, . . .) are connected to an identical one of the ducts (1, 2,
3) in a situation where when the fan controller (5a¢) has
increased the rotational speed of the air blowing fan (25, 26)
of the determination ventilation device (10#), the power
detector (5b) detects a decrease in the power consumed by the
air blowing fan (25, 26) of the specific ventilation device
(104,105, 10c, . . .).

On the other hand, the connection determinator (5¢) deter-
mines that the determination ventilation device (10#) and the
specific ventilation device (10qa, 105, 10c, . . . ) are connected
to different ones of the ducts (1, 2, 3) in a situation where
when the fan controller (5a) has increased the rotational speed
of'the air blowing fan (25,26) of the determination ventilation
device (10n), the power detector (5b) does not detect a
decrease in the power consumed by the air blowing fan (25,
26) of the specific ventilation device (10a, 1056, 10c¢, . . . ).

A third aspect of the invention is directed to the ventilation
system of the first aspect of the invention, and the connection
determinator (5¢) may be configured to determine that the
determination ventilation device (10%) and the specific ven-
tilation device (10a, 105, 10c¢, . . . ) are connected to an
identical one of the ducts (1, 2, 3) in a situation where when
the rotational speed of the air blowing fan (25, 26) of the
determination ventilation device (10z) is decreased, the
power consumed by the air blowing fan (25, 26) of the specific
ventilation device (10a, 105, 10c, . . . ) increases.

In the third aspect of the invention, the connection deter-
minator (5¢) determines that the determination ventilation
device (10%) and the specific ventilation device (10a, 105,
10c¢, . . .) are connected to an identical one of the ducts (1, 2,
3) in a situation where when the fan controller (5a¢) has
decreased the rotational speed of the air blowing fan (25, 26)
of the determination ventilation device (10#), the power
detector (54) detects an increase in the power consumed by
the air blowing fan (25, 26) of the specific ventilation device
(104,105, 10c, . . .).

On the other hand, the connection determinator (5¢) deter-
mines that the determination ventilation device (10#) and the
specific ventilation device (10qa, 105, 10c, . . . ) are connected
to different ones of the ducts (1, 2, 3) in a situation where
when the fan controller (5a) has decreased the rotational
speed of the air blowing fan (25, 26) of the determination
ventilation device (10%), the power detector (54) does not
detect an increase in the power consumed by the air blowing
fan (25, 26) of the specific ventilation device (10a, 105,
10¢, . . .).

Advantages of the Invention

According to the first aspect of the invention, when the
power consumed by the air blowing fan (25, 26) of the specific
ventilation device (10a, 105, 10c¢, . . . ) varies by changing the
rotational speed of the air blowing fan (25, 26) of the deter-
mination ventilation device (10#), this allows an automatic
determination to be made that the determination ventilation
device (10n) is connected to the duct (1, 2, 3) to which the
specific ventilation device (10a, 1056, 10c, . . . ) is also con-
nected. Therefore, the duct (1, 2, 3) to which the determina-
tion ventilation device (10%) is connected can be automati-
cally determined. Consequently, the air flow rate of the
ventilation system can be accurately adjusted.

According to the second aspect of the invention, when the
rotational speed of the air blowing fan (25, 26) of the deter-
mination ventilation device (10#) is increased, and as a result,
the power consumed by the air blowing fan (25, 26) of the
specific ventilation device (10a, 105, 10c, . . . ) decreases, this
allows an automatic determination to be made that the deter-
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mination ventilation device (10#%) is connected to the duct (1,
2, 3) to which the specific ventilation device (10a, 105,
10c, . . . ) is also connected. Therefore, the duct (1, 2, 3) to
which the determination ventilation device (107) is connected
can be automatically determined. Consequently, the air flow
rate of the ventilation system can be accurately adjusted.

According to the third aspect of the invention, when the
rotational speed of the air blowing fan (25, 26) of the deter-
mination ventilation device (10%) is decreased, and as a result,
the power consumed by the specific ventilation device (10a,
105, 10c, . . . ) increases, this allows an automatic determina-
tion to be made that the determination ventilation device
(10%) is connected to the duct (1, 2, 3) to which the specific
ventilation device (10a, 105, 10c, . . . ) is also connected.
Therefore, the duct (1, 2, 3) to which the determination ven-
tilation device (107) is connected can be automatically deter-
mined. Consequently, the air flow rate of the ventilation sys-
tem can be accurately adjusted.

BRIEF DESCRIPTION OF THE DRAWINGS

FIG. 1 is a diagram illustrating the configuration of a ven-
tilation system.

FIG. 2 is a flow chart illustrating a determination proce-
dure.

FIG. 3 is a table illustrating a determination method.

FIG. 4 is a diagram illustrating the relationship of connec-
tion between ventilation devices and ducts.

FIG. 5 is a perspective view illustrating a humidity con-
trolling ventilation device as viewed from the front surface
side, omitting a top plate of a casing.

FIG. 6 is a perspective view illustrating the humidity con-
trolling ventilation device as viewed from the front surface
side, omitting a part of the casing and an electrical component
box.

FIG. 7 is a plan view illustrating the humidity controlling
ventilation device, omitting the top plate of the casing.

FIG. 8 illustrates a schematic plan view, a right side view,
and a left side view illustrating the humidity controlling ven-
tilation device, omitting a part thereof.

FIGS. 9(A) and 9(B) are piping system diagrams illustrat-
ing the configuration of a refrigerant circuit, where FIG. 9(A)
illustrates a first normal operation, and FIG. 9(B) illustrates a
second normal operation.

FIG. 10 illustrates a schematic plan view, a right side view,
and a left side view of the humidity controlling ventilation
device illustrating the flow of the air in the first normal opera-
tion of a dehumidifying ventilation mode.

FIG. 11 illustrates a schematic plan view, a right side view,
and a left side view of the humidity controlling ventilation
device illustrating the flow of the air in the second normal
operation of the dehumidifying ventilation mode.

FIG. 12 illustrates a schematic plan view, a right side view,
and a left side view of the humidity controlling ventilation
device illustrating the flow of the air in the first normal opera-
tion of a humidifying ventilation mode.

FIG. 13 illustrates a schematic plan view, a right side view,
and a left side view of the humidity controlling ventilation
device illustrating the flow of the air in the second normal
operation of the humidifying ventilation mode.

FIG. 14 illustrates a schematic plan view, a right side view,
and a left side view of the humidity controlling ventilation
device illustrating the flow of the air in a simple ventilation
mode.

DESCRIPTION OF EMBODIMENTS

Embodiments of the present invention will be described in
detail hereinafter with reference to the drawings.
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<Configuration of Ventilation System>

FIG. 1 illustrates a ventilation system (S) according to an
embodiment of the present invention. The ventilation system
(S) includes a plurality of ventilation devices (4, 10a, . . .),
and a ventilation controller (5). The ventilation devices (4,
10q, . . . ) include first through N-th humidity controlling
ventilation devices (10a-107), and a booster fan (4).

In the ventilation system (S), a plurality of humidity con-
trolling ventilation devices (10a-10%) are connected to a plu-
rality of common ducts (1-3) to connect an outside (9) and a
room (8) together. Specifically, the ventilation system (S)
includes a first duct bank (1), a second duct bank (2), and a
third duct bank (3), and the duct banks (1, 2, 3) are each
connected to at least one of the humidity controlling ventila-
tion devices (10a-107). The duct banks (1, 2, 3) each form a
duct according to the present invention.

The first humidity controlling ventilation device (10a), the
fourth humidity controlling ventilation device (10d), the fifth
humidity controlling ventilation device (10e), and the booster
fan (4) are connected to the first duct bank (1). The second
humidity controlling ventilation device (105) and the sixth
humidity controlling ventilation device (10f) are connected to
the second duct bank (2). The third humidity controlling
ventilation device (10¢) is connected to the third duct bank
3.

The duct banks (1, 2, 3) each include two ducts, i.e., an
air-supply duct and an exhaust duct. Specifically, the first duct
bank (1) includes a first air-supply duct (1a) and a first exhaust
duct (156). The second duct bank (2) includes a second air-
supply duct (2a) and a second exhaust duct (25). The third
duct bank (3) includes a third air-supply duct (3a) and a third
exhaust duct (35).

Next, the first through N-th humidity controlling ventila-
tion devices (10a-10x) that are humidity controlling ventila-
tion devices forming the ventilation system (S), the booster
fan (4), and the ventilation controller (5) will be described,
and then, the humidity controlling ventilation devices (10)
will be specifically described.

The first through N-th humidity controlling ventilation
devices (10a-107) have the same structure. Therefore, the first
through N-th humidity controlling ventilation devices (10a-
10%) are each formed as a humidity controlling ventilation
device (10). The humidity controlling ventilation devices (10)
form ventilation devices according to the present invention.

The humidity controlling ventilation devices (10) are con-
figured to control the humidity of the room while also venti-
lating the room (8), control the humidity of the received
outside air (OA) to supply the humidity-controlled air into the
room (8) while simultaneously discharging the received room
air (RA) to the outside (9). The humidity controlling ventila-
tion devices (10) each include a casing (11). The casing (11)
has an outside-air inlet (24) through which outside air (OA) is
introduced, an air supply opening (22) through which humid-
ity-controlled air (SA) is supplied into the room (8), a room-
air inlet (23) through which room air (RA) is introduced, and
an exhaust opening (21) through which the room air is dis-
charged, as exhaust air (EA), to an outside. A supply air
passage is formed between the outside-air inlet (24) and the
air supply opening (22), and an exhaust air passage is formed
between the room-air inlet (23) and the exhaust opening (21).
The casing (11) includes heat exchangers (51, 52) configured
to exchange heat between supply air passing through the
supply air passage and exhaust air passing through the
exhaust air passage. The casing (11) includes the supply air
passage and the exhaust air passage that are formed to cross
each other in the heat exchangers (51, 52).
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The supply air passage includes an air supply fan (26). The
air supply fan (26) is composed of a DC fan (i.e., a fan using
a DC motor as a drive source). The air supply fan (26) forms
an air blowing fan according to the present invention. An
outside-air inlet (24) at the upstream end in supply air of the
air supply passage (i.e., toward the outside) communicates
with an outside air-supply duct (61). The outside air-supply
duct (61) communicates with an air-supply duct (1a, 2a, 3a)
at its upstream end in supply air. The air-supply duct (1a, 2a,
3a) communicates with the outside (9) at a ventilation open-
ing in the upstream end in supply air of the air-supply duct
(1a, 2a, 3a). The air supply opening (22) at the downstream
end in supply air (i.e., toward the room) of the air supply
passage communicates with a room air-supply duct (64). The
room air-supply duct (64) is connected through an air supply
grille (7) into the room. In other words, outside air is intro-
duced through the ventilation opening into the air-supply duct
(1a,2a, 3a), is introduced through the outside air-supply duct
(61) into the supply air passage of each of the humidity
controlling ventilation devices (10a-10#), and then, is intro-
duced through the room air-supply duct (64) and the air
supply grille (7) into the room (8).

The exhaust air passage includes an exhaust fan (25). The
exhaust fan (25) is composed of a DC fan. The exhaust fan
(25) forms an air blowing fan according to the present inven-
tion. An exhaust opening (21) at the downstream end in
exhaust air (i.e., toward the outside) of the exhaust air passage
communicates with an outside exhaust duct (65). The outside
exhaust duct (65) communicates with an exhaust duct (15, 25,
3b) at its downstream end in exhaust air. The exhaust duct (15,
2b, 3b) communicates with the outside (9) through a ventila-
tion opening at the downstream end in exhaust air (i.e., toward
the outside) of the exhaust duct (15, 26, 3b). A room-air inlet
(23) at the upstream end in exhaust air (i.e., toward the room)
of the exhaust air passage communicates with a room-side
exhaust duct (68). The room-side exhaust duct (68) is con-
nected through an air exhaust grille (6) into the room (8). In
other words, room air is introduced through the air exhaust
grille (6) and the room-side exhaust duct (68) into the exhaust
air passage of each of the humidity controlling ventilation
devices (10a-10n), is then introduced through the outside
exhaust duct (65) into the exhaust duct (15, 2b, 3b), and is
discharged through the ventilation opening to the outside (9).

The booster fan (4) is an auxiliary fan for assisting air
supply by the air supply fan (26), and forms a ventilation
device according to the present invention. The booster fan (4)
is composed of a DC fan, and is provided upstream in air of
the first air-supply duct (1a). Actuation of the booster fan (4)
is controlled by the ventilation controller (5).

The ventilation controller (5) automatically groups all of
the humidity controlling ventilation devices (10a-10%) and
booster fan (4) of the ventilation system (S) based on the duct
banks (1, 2, 3) to which the devices and fan are connected. The
ventilation controller (5) includes a fan controller (5a), a
power detector (55), and a connection determinator (5¢).

The fan controller (5a) is configured to control the fans (25,
26) of the humidity controlling ventilation devices (10a-10%)
and the booster fan (4). Specifically, the fan controller (5a)
controls actuation of fan motors of the fans (4, 25, 26) indi-
vidually, and drives the fans (4, 25, 26) while maintaining the
rotational speeds of the fans (4, 25, 26) at a predetermined
rotational speed. In other words, the fan controller (5a) can
drive an optional fan at a fixed rotational speed. The prede-
termined rotational speed is not limited to the rotational speed
during normal operation.

The power detector (5b) is configured to detect the power
consumed during operation of each of the fans (25, 26) of the
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humidity controlling ventilation devices (10a-107) and the
booster fan (4). Specifically, the power detector (556) is con-
nected to fan motors of the air supply fans (26) and exhaust
fans (25) of the humidity controlling ventilation devices (10a-
107) to detect the power consumed by the fans (25, 26).
Furthermore, the power detector (5b) is connected to a fan
motor of the booster fan (4) to detect the power consumed by
the fan (4).

The connection determinator (5¢) is configured to deter-
mine the duct banks (1, 2, 3) to which the humidity control-
ling ventilation devices (10a-10%) and the booster fan (4)
belong. Fluctuations in the consumed power of each of the
humidity controlling ventilation devices (10a-107) and the
booster fan (4), which are detected by the power detector (55),
are fed to the connection determinator (5¢). The connection
determinator (5¢) actuates the plurality of humidity control-
ling ventilation devices (10a-107) and the booster fan (4) one
after another, and determines the duct bank (1, 2, 3) to which
the target humidity controlling ventilation device (e.g., the
N-th humidity controlling ventilation device (107)) or the
booster fan (4) belongs, based on fluctuations in the power
consumed by the other humidity controlling ventilation
devices (10a, . . . ) immediately after the actuation of one of
the devices and the fan.

—Determination Procedure—

Next, a procedure for grouping the humidity controlling
ventilation devices (10a-107) of the ventilation system (S)
based on the duct banks (1, 2, 3) to which the devices (10a-
10#) are connected will be described based on FIG. 2. In this
embodiment, only connection of the humidity controlling
ventilation devices (10a-107) to the corresponding air-supply
ducts (1a, 24, 3a) will be described. Since the exhaust ducts
(14, 2b, 3b) are similar to the air-supply ducts (1a, 2a, 3a), the
explanation of the exhaust ducts (15, 25, 3b) is omitted. The
ventilation system (S) includes the ventilation controller (5)
to which the humidity controlling ventilation devices (10a-
102) being N connected devices and the single booster fan (4)
are connected. The determination procedure will be described
assuming that in this determination procedure, the total num-
ber of connected devices connected to the ventilation system
(S) is X (X=N+1, X=2).

First, the ventilation controller (5) automatically detects
the plurality of humidity controlling ventilation devices (10a-
10%) and the booster fan (4) connected to the ventilation
controller (5) (step ST1). Therefore, the total number X of the
connected devices is N+1.

Next, the fan controller (5a) selects the first humidity con-
trolling ventilation device (10q) that is the first connected
device (N=1) (step ST2), and drives the air supply fan (26) of
the first humidity controlling ventilation device (10a) at a
predetermined rotational speed (step ST3).

Then, the first humidity controlling ventilation device
(10q) is determined to be the first connected device (N=1)
(step ST4), and this process proceeds to step ST3.

As illustrated in FIG. 3, the connection determinator (5¢)
determines that the duct bank to which the first humidity
controlling ventilation device (10a) being the first connected
device is connected is the first duct bank (1).

Next, while the power detector (54) detects the power
consumed by the air supply fan (26) of the first humidity
controlling ventilation device (10a), the fan controller (5a)
drives the air supply fan (26) of the second humidity control-
ling ventilation device (105) that is the second connected
device (N=2) after a fixed time interval while maintaining the
rotational speed of the air supply fan (26) of the first humidity
controlling ventilation device (10a) at a fixed speed (step
ST3). In this case, the first humidity controlling ventilation
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device (10a) forms a specific ventilation device according to
the present invention, the second humidity controlling venti-
lation device (105) forms a determination ventilation device
according to the present invention, and the first air-supply
duct (1a) forms a specific duct according to the present inven-
tion.

Then, since the second humidity controlling ventilation
device (105) is the second connected device (N=2), the num-
ber N is determined to be greater than 1 (step ST4), and this
process proceeds to step ST5.

Inthis case, as illustrated in FIG. 3, the power detector (56)
detects that the consumed power does not fluctuate, and thus,
the connection determinator (5¢) determines that the duct
bank to which the second humidity controlling ventilation
device (105) is connected is the second duct bank (2) (step
STS).

Then, since the second humidity controlling ventilation
device (105) is the second connected device (N=2), the num-
ber X is determined to be greater than 2 (step ST6), and this
process proceeds to step ST3.

Next, the power detector (5b) continues detecting the
power consumed by the air supply fan (26) of each of the first
and second humidity controlling ventilation devices (10a)
and (104), and the fan controller (5a) drives the air supply fan
(26) of the third humidity controlling ventilation device (10¢)
that is the third connected device (N=3) after a fixed time
interval while maintaining the rotational speeds of the air
supply fans (26, 26) of the first and second humidity control-
ling ventilation devices (10a) and (105) at a predetermined
rotational speed (step ST3). In this case, the first and second
humidity controlling ventilation devices (10a) and (1056)
form specific ventilation devices according to the present
invention, and the third humidity controlling ventilation
device (10¢) forms a determination ventilation device accord-
ing to the present invention.

Then, since the third humidity controlling ventilation
device (10c¢) is the third connected device (N=3), the number
N is determined to be greater than 1 (step ST4), and this
process proceeds to step ST5.

Inthis case, as illustrated in FIG. 3, the power detector (56)
detects that the consumed power does not fluctuate, and thus,
the connection determinator (5¢) determines that the duct
bank to which the third humidity controlling ventilation
device (10¢) is connected is the third duct bank (3) (step ST5).

Then, since the third humidity controlling ventilation
device (10c¢) is the third connected device (N=3), the number
X is determined to be greater than 3 (step ST6), and this
process proceeds to step ST3.

Next, the power detector (5b) continues detecting the
power consumed by the air supply fan (26) of each of the first
through third humidity controlling ventilation devices (10a-
10c), and the fan controller (5a) drives the air supply fan (26)
of the fourth humidity controlling ventilation device (10d)
that is the fourth connected device (N=4) after a fixed time
interval while maintaining the rotational speeds of the air
supply fans (26, 26, 26) of the first through third humidity
controlling ventilation devices (10a-10c¢) at a predetermined
rotational speed (step ST3). In this case, the first through third
humidity controlling ventilation devices (10a-10¢) form spe-
cific ventilation devices according to the present invention,
the fourth humidity controlling ventilation device (10d)
forms a determination ventilation device according to the
present invention, and the first air-supply duct (1a) forms a
specific duct according to the present invention.
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Then, since the fourth humidity controlling ventilation
device (104) is the fourth connected device (N=4), the num-
ber N is determined to be greater than 1 (step ST4), and this
process proceeds to step ST5.

In this case, the power detector (55) detects that the actua-
tion of the air supply fan (26) of the fourth humidity control-
ling ventilation device (10d) decreases the power consumed
by the air supply fan (26) of the first humidity controlling
ventilation device (10a). The connection determinator (5¢)
determines, based on the fact that the actuation of the air
supply fan (26) of the fourth humidity controlling ventilation
device (10d) decreases the power consumed by the air supply
fan (26) of the first humidity controlling ventilation device
(10q), that the duct to which the fourth humidity controlling
ventilation device (104) is connected is the first air-supply
duct (1a) to which the first humidity controlling ventilation
device (10a) is also connected (step ST5).

Then, since the fourth humidity controlling ventilation
device (104) is the fourth connected device (N=4), the num-
ber X is determined to be greater than 4 (step ST6), and this
process proceeds to step ST3.

Next, the power detector (54) continues detecting the
power consumed by the air supply fan (26) of each of the first
through fourth humidity controlling ventilation devices (10a-
104d), and the fan controller (5a) drives the air supply fan (26)
of'the fifth humidity controlling ventilation device (10e) that
is the fifth connected device after a fixed time interval while
maintaining the rotational speeds of the air supply fans (26,
26, 26, 26) of the first through fourth humidity controlling
ventilation devices (10a-104) at a predetermined rotational
speed (step ST3). In this case, the first through fourth humid-
ity controlling ventilation devices (10a-10d) form specific
ventilation devices according to the present invention, the
fifth humidity controlling ventilation device (10¢) forms a
determination ventilation device according to the present
invention, and the first air-supply duct (1a) forms a specific
duct according to the present invention.

Then, since the fifth humidity controlling ventilation
device (10e) is the fifth connected device (N=5), the number
N is determined to be greater than 1 (step ST4), and this
process proceeds to step ST5.

In this case, the power detector (55) detects that the actua-
tion of the air supply fan (26) of the fifth humidity controlling
ventilation device (10e) decreases the power consumed by the
air supply fan (26) of each of the first and fourth humidity
controlling ventilation devices (10a) and (10d). The connec-
tion determinator (5¢) determines, based on the fact that the
actuation of the air supply fan (26) of the fifth humidity
controlling ventilation device (10e) decreases the power con-
sumed by the air supply fan (26) of each of the first and fourth
humidity controlling ventilation devices (10a) and (104), that
the duct to which the fifth humidity controlling ventilation
device (10¢) is connected is the first air-supply duct (1a) to
which the first and fourth humidity controlling ventilation
devices (10a) and (104) are also connected (step ST5).

Then, since the fifth humidity controlling ventilation
device (10e) is the fifth connected device (N=5), the number
X is determined to be greater than 5 (step ST6), and this
process proceeds to step ST3.

Next, the power detector (54) continues detecting the
power consumed by the air supply fan (26) of each of the first
through fifth humidity controlling ventilation devices (10a-
10e), and the fan controller (5a) drives the air supply fan (26)
of' the sixth humidity controlling ventilation device (10f) that
is the sixth connected device after a fixed time interval while
maintaining the rotational speeds of the air supply fans (26,
26, 26, 26, 26) of the first through fifth humidity controlling

10

15

20

25

30

35

40

45

50

55

60

65

10

ventilation devices (10a-10¢) at a predetermined rotational
speed (step ST3). In this case, the first through fifth humidity
controlling ventilation devices (10a-10¢) form specific ven-
tilation devices according to the present invention, the sixth
humidity controlling ventilation device (10f) forms a deter-
mination, ventilation device according to the present inven-
tion, and the second air-supply duct (2a) forms a specific duct
according to the present invention.

Then, since the sixth humidity controlling ventilation
device (10f) is the sixth connected device (N=6), the number
N is determined to be greater than 0.1 (step ST4), and this
process proceeds to step ST5.

In this case, the power detector (5b) detects that the actua-
tion of the air supply fan (26) of the sixth humidity controlling
ventilation device (10f) decreases the power consumed by the
air supply fan (26) of the second humidity controlling venti-
lation device (105). The connection determinator (5¢) deter-
mines, based on the fact that the actuation of the air supply fan
(26) of the sixth humidity controlling ventilation device (10f)
decreases the power consumed by the air supply fan (26) of
the second humidity controlling ventilation device (105), that
the duct to which the sixth humidity controlling ventilation
device (10f) is connected is the second air-supply duct (2a) to
which the second humidity controlling ventilation device
(105) is also connected (step ST5).

As such, the humidity controlling ventilation devices (10a-
107) can be grouped based on the duct banks (1, 2, 3) to which
the humidity controlling ventilation devices (10a-10%) are
connected by performing the determination procedure in
sequential order (see FIG. 4).

Next, the N-th humidity controlling ventilation device
(10%) that is the N-th ventilation device will be described.

For the N-th humidity controlling ventilation device (107),
the power detector (5b) continues detecting the power con-
sumed by the air supply fan (26) of each of the first through
(N-1)-th humidity controlling ventilation devices (10a-10n-
1), and the fan controller (5a) drives the air supply fan (26) of
the N-th humidity controlling ventilation device (10#) that is
the N-th connected device after a fixed time interval while
maintaining the rotational speeds of the air supply fans (26-
26) of the first through (N-1)-th humidity controlling venti-
lation devices (10a-10nz-1) at a predetermined rotational
speed (step ST3). In this case, the first through (N-1)-th
humidity controlling ventilation devices (10a-107-1) form
specific ventilation devices according to the present inven-
tion, the N-th humidity controlling ventilation device (107)
forms a determination ventilation device according to the
present invention, and the second air-supply duct (2a) forms
a specific duct according to the present invention.

Then, since the N-th humidity controlling ventilation
device (10n) is the N-th connected device (N=N), the number
N is determined to be greater than 1 (step ST4), and this
process proceeds to step ST5.

In this case, the power detector (5b) detects that the actua-
tion of the air supply fan (26) of the N-th humidity controlling
ventilation device (10z) decreases the power consumed by
the air supply fan (26) of each of the second humidity con-
trolling ventilation device (104), the sixth humidity control-
ling ventilation device (10f), . . . . The connection determina-
tor (5¢) determines, based on the fact that the actuation of the
air supply fan (26) of the N-th humidity controlling ventila-
tion device (10%) decreases the power consumed by the air
supply fan (26) of each of the second humidity controlling
ventilation device (105), the sixth humidity controlling ven-
tilation device (10f), . . . , that the duct to which the N-th
humidity controlling ventilation device (10#) is connected is
the second air-supply duct (2a) to which the second humidity
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controlling ventilation device (104), the sixth humidity con-
trolling ventilation device (10f), . . . are also connected (step

ST5).

Then, since the N-th humidity controlling ventilation
device (10n) is the N-th connected device (N=N), the number
X is determined to be greater than N (X=N+1) (step ST6), and
this process proceeds to step ST3.

Next, the power detector (54) continues detecting the
power consumed by the air supply fan (26) of each of the first
through N-th humidity controlling ventilation devices (10a-
10#), and the fan controller (5a) drives the booster fan (4) that
is the (N+1)-th connected device after a fixed time interval
while maintaining the rotational speeds of the air supply fans
(26-26) of the first through N-th humidity controlling venti-
lation devices (10a-107) at a predetermined rotational speed
(step ST3). In this case, the first through N-th humidity con-
trolling ventilation devices (10a-10%) form specific ventila-
tion devices according to the present invention, the booster
fan (4) forms a determination ventilation device according to
the present invention, and the first air-supply duct (1a) forms
a specific duct according to the present invention.

Then, since the booster fan (4) is the (N+1)-th connected
device (N=N+1), the number N is determined to be greater
than 1 (step ST4), and this process proceeds to step ST5.

In this case, the power detector (55) detects that the actua-
tion of the booster fan (4) decreases the power consumed by
the air supply fan (26) of each of the first humidity controlling
ventilation device (10a), the fourth humidity controlling ven-
tilation device (10d), the fifth humidity controlling ventila-
tion device (10e), . . . . The connection determinator (5¢)
determines, based on the fact that the actuation of the booster
fan (4) decreases the power consumed by the air supply fan
(26) of each of the first humidity controlling ventilation
device (10a), the fourth humidity controlling ventilation
device (10d), the fifth humidity controlling ventilation device
(10e), . . . , that the duct to which the booster fan (4) is
connected is the first air-supply duct (1a) to which the first
humidity controlling ventilation device (10a), the fourth
humidity controlling ventilation device (10d), the fifth
humidity controlling ventilation device (10¢), . . . are also
connected (step ST5).

Then, since the booster fan (4) is the (N+1)-th connected
device (N=N+1), the number X is determined to be equal to
N+1 (X=N+1) (step ST6), and the automatic detection of the
connected devices is completed (step ST7).

<Specific Configuration of Humidity Controlling Ventila-
tion Device>

The humidity controlling ventilation device (10) will be
described with reference to FIGS. 5-8 as necessary. Note that
the terms “upper,” “lower,” “left,” “right,” “front,” “rear,”
“near” and “far” as used herein refer to the corresponding
directions as the humidity controlling ventilation device (10)
is viewed from the front surface side.

The humidity controlling ventilation device (10) includes a
casing (11). A refrigerant circuit (50) is accommodated in the
casing (11). A first adsorption heat exchanger (51), a second
adsorption heat exchanger (52), a compressor (53), a four-
way switching valve (54), and an electric expansion valve
(55) are connected to the refrigerant circuit (50). The details
of the refrigerant circuit (50) will be described below.

The casing (11) is formed in a rectangular parallelepiped
shape that is slightly flattened and has a relatively low height.
A portion of the casing (11) forming the near left side surface
in FIG. 6 (i.e., the front surface) is a front surface panel
portion (12), and a portion thereof forming the far right side
surface in the figure (i.e., the rear surface) is a rear surface
panel portion (13). A portion of the casing (11) forming the

10

15

20

25

30

35

40

45

50

55

60

65

12

near right side surface in the figure is a first side surface panel
portion (14), and a portion thereof forming the far left side
surface in the figure is a second side surface panel portion
@as).

The casing (11) is provided with an outside-air inlet (24), a
room-air inlet (23), an air supply opening (22), and an exhaust
opening (21).

The outside-air inlet (24) and the room-air inlet (23) are
opened in the rear surface panel portion (13). The outside-air
inlet (24) is placed in a lower portion of the rear surface panel
portion (13). The room-air inlet (23) is placed in an upper
portion of the rear surface panel portion (13). The air supply
opening (22) is placed near an end portion of the first side
surface panel portion (14) toward the front surface panel
portion (12). The exhaust opening (21) is placed near an end
portion of the second side surface panel portion (15) toward
the front surface panel portion (12).

In the internal space of the casing (11), an upstream-side
partition (71), a downstream-side partition (72), a center par-
tition (73), a first partition (74), and a second partition (75) are
provided. These partitions (71-75) are each provided upright
on a bottom plate of the casing (11) to partition the internal
space of the casing (11) from the bottom plate to a top plate of
the casing (11).

The upstream-side partition (71) and the downstream-side
partition (72) are placed in an orientation parallel to the front
surface panel portion (12) and the rear surface panel portion
(13), and are spaced a predetermined distance apart from each
other in a front-rear direction of the casing (11). The
upstream-side partition (71) is placed closer to the rear sur-
face panel portion (13), and the downstream-side partition
(72) is placed closer to the front surface panel portion (12).

The first and second partitions (74) and (75) are placed in
an orientation parallel to the first and second side surface
panel portions (14) and (15). The first partition (74) is placed
a predetermined distance apart from the first side surface
panel portion (14) to cover the space between the upstream-
side partition (71) and the downstream-side partition (72)
from the right side. The second partition (75) is placed a
predetermined distance apart from the second side surface
panel portion (15) to cover the space between the upstream-
side partition (71) and the downstream-side partition (72)
from the left side.

The center partition (73) is placed between the upstream-
side partition (71) and the downstream-side partition (72) in
an orientation perpendicular to the upstream-side partition
(71) and the downstream-side partition (72). The center par-
tition (73) extends from the upstream-side partition (71) to the
downstream-side partition (72) to partition the space between
the upstream-side partition (71) and the downstream-side
partition (72) into left and right portions.

In the casing (11), the space between the upstream-side
partition (71) and the rear surface panel portion (13) is parti-
tioned into two, upper and lower, spaces. Of the upper and
lower partitioned spaces, the upper space forms a room air-
side passageway (32), and the lower space forms an outside
air-side passageway (34). The room air-side passageway (32)
communicates with the room (8) via the room-side exhaust
duct (68) connected to the room-air inlet (23). The room
air-side passageway (32) is provided with a room air-side
filter (27), a room air humidity sensor (96), and a room air
temperature sensor (98). The room air temperature sensor
(98) and the room air humidity sensor (96) are configured to
measure the temperature and humidity, respectively, of the air
(RA) located in the upstream direction (on the primary side)
of the adsorption heat exchangers (51, 52) and sucked from
the room. The outside air-side passageway (34) communi-
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cates with the outside (9) via the outside air-supply duct (61)
connected to the outside-air inlet (24). The outside air-side
passageway (34) is provided with an outside air-side filter
(28), an outside air humidity sensor (97), and an outside air
temperature sensor (99). The outside air temperature sensor
(99) and the outside air humidity sensor (97) are configured to
measure the temperature and humidity, respectively of the air
(OA) located in the upstream direction (on the primary side)
of the adsorption heat exchangers (51, 52) and sucked from
the outside. The room air temperature sensor (98) and the
outside air temperature sensor (99) are not shown, but shown
in FIG. 8. The room air humidity sensor (96) detects the
relative humidity of the room air, and the outside air humidity
sensor (97) detects the relative humidity of the outside air.

The space in the casing (11) between the upstream-side
partition (71) and the downstream-side partition (72) is par-
titioned by the center partition (73) into left and right por-
tions. The space on the right side of the center partition (73)
forms a first heat exchanger chamber (37), and the space on
the left side of the center partition (73) forms a second heat
exchanger chamber (38). The first adsorption heat exchanger
(51) is accommodated in the first heat exchanger chamber
(37). The second adsorption heat exchanger (52) is accom-
modated in the second heat exchanger chamber (38).
Although not shown, the electric expansion valve (55) of the
refrigerant circuit (50) is accommodated in the first heat
exchanger chamber (37).

The adsorption heat exchangers (51, 52) are adsorption
members for bringing an adsorbent in contact with the air. The
adsorption heat exchangers (51, 52) are so-called cross-fin-
type fin-and-tube heat exchangers on the surface of which the
adsorbent is carried, and each of the adsorption heat exchang-
ers (51, 52) as a whole is formed in a rectangular thick plate
shape or a flattened rectangular parallelepiped shape. The
adsorption heat exchangers (51, 52) are provided upright in
the corresponding heat exchanger chambers (37, 38) in an
orientation such that their front and rear surfaces are parallel
to the upstream-side partition (71) and the downstream-side
partition (72). For example, zeolite, silica gel, or their mixture
is used as the adsorbent carried on the adsorption heat
exchangers (51, 52).

A portion of the internal space of the casing (11) along the
front surface of the downstream-side partition (72) is parti-
tioned into upper and lower portions. Of the upper and lower
partitioned spaces, the upper space forms an air-supply-side
passageway (31), and the lower space forms an exhaust-side
passageway (33).

The upstream-side partition (71) is provided with four
dampers (41-44) that can be opened/closed. Each of the
dampers (41-44) is generally formed in a horizontally-ori-
ented rectangular shape. Specifically, in a portion (upper por-
tion) of the upstream-side partition (71) that is facing the
room air-side passageway (32), the first room air-side damper
(41) is attached on the right of the center partition (73), and
the second room air-side damper (42) is attached on the left of
the center partition (73). In a portion (lower portion) of the
upstream-side partition (71) that is facing the outside air-side
passageway (34), the first outside air-side damper (43) is
attached on the right of the center partition (73), and the
second outside air-side damper (44) is attached on the left of
the center partition (73).

The downstream-side partition (72) is provided with four
dampers (45-48) that can be opened/closed. Each of the
dampers (45-48) is generally formed in a horizontally-ori-
ented rectangular shape. Specifically, in a portion (upper por-
tion) of the downstream-side partition (72) that is facing the
air-supply-side passageway (31), the first air-supply-side
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damper (45) is attached on the right of the center partition
(73), and the second air-supply-side damper (46) is attached
on the left of the center partition (73). In a portion (lower
portion) of the downstream-side partition (72) that is facing
the exhaust-side passageway (33), the first exhaust-side
damper (47) is attached on the right of the center partition
(73), and the second exhaust-side damper (48) is attached on
the left of the center partition (73).

In the casing (11), the space between the air-supply-side
passageway (31) and the exhaust-side passageway (33) and
the front surface panel portion (12) is partitioned by a parti-
tion (77) into left and right portions. Of the left and right
partitioned spaces, the space on the right side of the partition
(77) forms an air supply fan chamber (36), and the space on
the left side of the partition (77) forms an exhaust fan chamber
(35).

The air supply fan (26) is accommodated in the air supply
fan chamber (36). The exhaust fan (25) is accommodated in
the exhaust fan chamber (35). The air supply fan (26) and the
exhaust fan (25) are each composed of a DC fan, and a
humidity control controller (100) controls actuation of the
fans (25, 26) during normal operation.

Specifically, these fans (25, 26) each include a fan rotor, a
fan casing (86), and a fan motor (89). Although not shown in
the figures, the fan rotor is formed in a cylindrical shape
having an axial length that is shorter than its diameter, with
many blades formed on the circumferential surface thereof.
The fan rotor is accommodated in the fan casing (86). An inlet
(87) is opened in one of the side surfaces (side surfaces that
are perpendicular to the axial direction of the fan rotor) of the
fan casing (86). The fan casing (86) is formed with a portion
outwardly protruding from the circumferential surface
thereof, with an outlet (88) being opened at the protruding end
of'that portion. The fan motor (89) is attached to a side surface
of'the fan casing (86) that is opposite to the inlet (87). The fan
motor (89) is connected to the fan rotor to rotate the fan rotor.

Inthe air supply fan (26) and the exhaust fan (25), when the
fan rotor is rotated by the fan motor (89), the air is sucked into
the fan casing (86) through the inlet (87), and the air in the fan
casing (86) is blown out of the outlet (88).

In the air supply fan chamber (36), the air supply fan (26)
is placed in an orientation such that the inlet (87) of the fan
casing (86) is facing the downstream-side partition (72). The
outlet (88) of the fan casing (86) of the air supply fan (26) is
attached to the first side surface panel portion (14) in a state
where it communicates with the air supply opening (22).

In the exhaust fan chamber (35), the exhaust fan (25) is
placed in an orientation such that the inlet (87) of the fan
casing (86) is facing the downstream-side partition (72). The
outlet (88) of the fan casing (86) of the exhaust fan (25) is
attached to the second side surface panel portion (15) in a
state where it communicates with the exhaust opening (21).

The compressor (53) and the four-way switching valve
(54) of the refrigerant circuit (50) are accommodated in the air
supply fan chamber (36). The compressor (53) and the four-
way switching valve (54) are placed between the air supply
fan (26) in the air supply fan chamber (36) and the partition
an.

In the casing (11), the space between the first partition (74)
and the first side surface panel portion (14) forms a first
bypass passageway (81). The starting end of the first bypass
passageway (81) communicates only with the outside air-side
passageway (34), and is blocked from the room air-side pas-
sageway (32). The terminal end of the first bypass passage-
way (81) is separated by a partition (78) from the air-supply-
side passageway (31), the exhaust-side passageway (33), and
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the air supply fan chamber (36). A first bypass damper (83) is
provided on a portion of the partition (78) that faces the air
supply fan chamber (36).

In the casing (11), the space between the second partition
(75) and the second side surface panel portion (15) forms a
second bypass passageway (82). The starting end of the sec-
ond bypass passageway (82) communicates only with the
room air-side passageway (32), and is blocked from the out-
side air-side passageway (34). The terminal end of the second
bypass passageway (82) is separated by a partition (79) from
the air-supply-side passageway (31), the exhaust-side pas-
sageway (33), and the exhaust fan chamber (35). A second
bypass damper (84) is provided on a portion of the partition
(79) that faces the exhaust fan chamber (35).

Note that the first bypass passageway (81), the second
bypass passageway (82), the first bypass damper (83), and the
second bypass damper (84) are not shown in the right side
view and the left side view of FIG. 8.

An electrical component box (90) is attached to a portion of
the front surface panel portion (12) of the casing (11) closerto
the right side. Note that the electrical component box (90) is
omitted in FIGS. 6 and 8. The electrical component box (90)
is a box of a rectangular parallelepiped shape, and accommo-
dates therein a control substrate (91) and a power supply
substrate (92). The control substrate (91) and the power sup-
ply substrate (92) are attached to the inner surface of one of
the side plates of the electrical component box (90) that is
adjacent to the front surface panel portion (12) (i.e., the rear
plate). An inverter portion of the power supply substrate (92)
is provided with radiator fins (93). The radiator fins (93) are
protruding from the rear surface of the power supply substrate
(92), and run through the rear plate of the electrical compo-
nent box (90) and the front surface panel portion (12) of the
casing (11) so as to be exposed to the air supply fan chamber
(36) (see F1IG. 7).

<Configuration of Refrigerant Circuit>

As illustrated in FIG. 9, the refrigerant circuit (50) is a
closed circuit provided with the first adsorption heat
exchanger (51), the second adsorption heat exchanger (52),
the compressor (53), the four-way switching valve (54), and
the electric expansion valve (55). The refrigerant circuit (50)
allows refrigerant, filling the refrigerant circuit (50), to circu-
late therethrough to perform a vapor-compression refrigera-
tion cycle.

In the refrigerant circuit (50), the compressor (53) has its
discharge side connected to the first port of the four-way
switching valve (54), and its suction side connected to the
second port of the four-way switching valve (54). In the
refrigerant circuit (50), the first adsorption heat exchanger
(51), the electric expansion valve (55), and the second adsorp-
tion heat exchanger (52) are connected sequentially from the
third port of the four-way switching valve (54) to the fourth
port thereof.

The four-way switching valve (54) can be switched
between a first state (the state shown in FIG. 9(A)) in which
the first port and the third port communicate with each other
and the second port and the fourth port communicate with
each other, and a second state (the state shown in FIG. 9(B))
in which the first port and the fourth port communicate with
each other and the second port and the third port communicate
with each other.

The compressor (53) is a hermetic compressor in which a
compression mechanism configured to compress a refrigerant
and an electric motor configured to drive the compression
mechanism are accommodated in a single casing. A change in
the frequency of alternating current fed to the electric motor
of the compressor (51) (i.e., the operating frequency of the
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compressor (53)) changes the rotational speed of the com-
pression mechanism driven by the electric motor, thereby
changing the amount of the refrigerant discharged from the
compressor (53) per unit time. That is, the capacity of the
compressor (53) can be varied.

In the refrigerant circuit (50), a pipe connecting the dis-
charge side of the compressor (53) and the first port of the
four-way switching valve (54) together is provided with a
high pressure sensor (101) and a discharge pipe temperature
sensor (103). The high pressure sensor (101) measures the
pressure of the refrigerant discharged from the compressor
(53). The discharge pipe temperature sensor (103) measures
the temperature of the refrigerant discharged from the com-
pressor (53).

In the refrigerant circuit (50), a pipe connecting the suction
side of the compressor (53) and the second port of the four-
way switching valve (54) together is provided with a low
pressure sensor (102) and a suction pipe temperature sensor
(104). The low pressure sensor (102) measures the pressure of
the refrigerant sucked into the compressor (53). The suction
pipe temperature sensor (104) measures the temperature of
the refrigerant sucked into the compressor (53).

In the refrigerant circuit (50), a pipe connecting the third
port of the four-way switching valve (54) and the first adsorp-
tion heat exchanger (51) together is provided with a pipe
temperature sensor (105). The pipe temperature sensor (105)
is placed at a location along the pipe and in the vicinity of the
four-way switching valve (54) to measure the temperature of
the refrigerant flowing through the pipe.

<Configuration of Humidity Controlling Ventilation
Device Controller>

Each of the humidity controlling ventilation devices (10) is
provided with a humidity control controller (100) serving as
a controller. In the humidity controlling ventilation device
(10) of this embodiment, a microcontroller provided on the
control substrate (91) forms the humidity control controller
(100). Values measured by the room air humidity sensor (96),
the room air temperature sensor (98), the outside air humidity
sensor (97), and the outside air temperature sensor (99) are
fed to the humidity control controller (100). Values measured
by the sensors (91, 92, . . . ) provided within the refrigerant
circuit (50) are also fed to the humidity control controller
(100). The humidity control controller (100) controls opera-
tion of the humidity controlling ventilation device (10) based
on the fed measured values. In the humidity controlling ven-
tilation device (10), one of a dehumidifying ventilation mode,
a humidifying ventilation mode, and a simple ventilation
mode all described below is selected by control operation of
the humidity control controller (100). The humidity control
controller (100) controls operations of the dampers (41-48),
the fans (25, 26), the compressor (53), the electric expansion
valve (55), and the four-way switching valve (54) in each of
the modes.

—Operating Modes—

The humidity controlling ventilation device (10) of this
embodiment selectively performs one of the dehumidifying
ventilation mode, the humidifying ventilation mode, and the
simple ventilation mode. The humidity controlling ventila-
tion device (10) performs the dehumidifying ventilation
mode and the humidifying ventilation mode as normal
modes.

<Dehumidifying Ventilation Mode>

The humidity controlling ventilation device (10) in the
dehumidifying ventilation mode performs a first normal
operation and a second normal operation, which will be
described below, alternately with each other at intervals of a
predetermined period (e.g., at intervals of 3-4 min). In the
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dehumidifying ventilation mode, the first bypass damper (83)
and the second bypass damper (84) are always closed.

In the humidity controlling ventilation device (10) in the
dehumidifying ventilation mode, the outside air is taken into
the casing (11) through the outside-air inlet (24) as the first
air, and the room air is taken into the casing (11) through the
room-air inlet (23) as the second air.

First, the first normal operation of the dehumidifying ven-
tilation mode will be described. As illustrated in FIG. 10, in
the first normal operation, the first room air-side damper (41),
the second outside air-side damper (44), the second air-sup-
ply-side damper (46), and the first exhaust-side damper (47)
are open, and the second room air-side damper (42), the first
outside air-side damper (43), the first air-supply-side damper
(45), and the second exhaust-side damper (48) are closed. In
the refrigerant circuit (50) in the first normal operation, the
four-way switching valve (54) is set in the first state (as
illustrated in FIG. 9(A)), the first adsorption heat exchanger
(51) serves as a condenser, and the second adsorption heat
exchanger (52) serves as an evaporator.

The first air, which has flowed into the outside air-side
passageway (34) and has passed through the outside air-side
filter (28), flows into the second heat exchanger chamber (38)
through the second outside air-side damper (44), and then
passes through the second adsorption heat exchanger (52). In
the second adsorption heat exchanger (52), the moisture of
the first air is adsorbed by the adsorbent, with the resulting
heat of adsorption being absorbed by the refrigerant. The first
air, which has been dehumidified through the second adsorp-
tion heat exchanger (52), flows into the air-supply-side pas-
sageway (31) through the second air-supply-side damper
(46), and is supplied into the room through the air supply
opening (22) after passing through the air supply fan chamber
(36).

On the other hand, the second air, which has flowed into the
room air-side passageway (32) and has passed through the
room air-side filter (27), flows into the first heat exchanger
chamber (37) through the first room air-side damper (41), and
then passes through the first adsorption heat exchanger (51).
In the first adsorption heat exchanger (51), the moisture is
desorbed from the adsorbent heated by the refrigerant, and the
desorbed moisture is given to the second air. The second air,
which has been given the moisture through the first adsorp-
tion heat exchanger (51), flows into the exhaust-side passage-
way (33) through the first exhaust-side damper (47), and is
discharged to the outside through the exhaust opening (21)
after passing through the exhaust fan chamber (35).

Next, the second normal operation in the dehumiditying
ventilation mode will be described. As illustrated in FIG. 11,
in the second normal operation, the second room air-side
damper (42), the first outside air-side damper (43), the first
air-supply-side damper (45), and the second exhaust-side
damper (48) are open, and the first room air-side damper (41),
the second outside air-side damper (44), the second air-sup-
ply-side damper (46), and the first exhaust-side damper (47)
are closed. In the refrigerant circuit (50) in the second normal
operation, the four-way switching valve (54) is set in the
second state (as illustrated in FIG. 9(B)), the first adsorption
heat exchanger (51) serves as the evaporator, and the second
adsorption heat exchanger (52) serves as the condenser.

The first air, which has flowed into the outside air-side
passageway (34) and has passed through the outside air-side
filter (28), flows into the first heat exchanger chamber (37)
through the first outside air-side damper (43), and then passes
through the first adsorption heat exchanger (51). In the first
adsorption heat exchanger (51), the moisture of the first air is
adsorbed by the adsorbent, with the resulting heat of adsorp-
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tion being absorbed by the refrigerant. The first air, which has
been dehumidified through the first adsorption heat
exchanger (51), flows into the air-supply-side passageway
(31) through the first air-supply-side damper (45), and is
supplied into the room through the air supply opening (22)
after passing through the air supply fan chamber (36).

On the other hand, the second air, which has flowed into the
room air-side passageway (32) and has passed through the
room air-side filter (27), flows into the second heat exchanger
chamber (38) through the second room air-side damper (42),
and then passes through the second adsorption heat
exchanger (52). In the second adsorption heat exchanger (52),
the moisture is desorbed from the adsorbent heated by the
refrigerant, and the desorbed moisture is given to the second
air. The second air, which has been given the moisture
through the second adsorption heat exchanger (52), flows into
the exhaust-side passageway (33) through the second
exhaust-side damper (48), and is discharged to the outside
through the exhaust opening (21) after passing through the
exhaust fan chamber (35).

<Humidifying Ventilation Mode>

The humidity controlling ventilation device (10) in the
humidifying ventilation mode performs a first normal opera-
tion and a second normal operation, which will be described
below, alternately with each other at intervals of a predeter-
mined period (e.g., at intervals of 3-4 min). In the humidify-
ing ventilation mode, the first bypass damper (83) and the
second bypass damper (84) are always closed.

In the humidity controlling ventilation device (10) in the
humidifying ventilation mode, the outside air is taken into the
casing (11) through the outside-air inlet (24) as the second air,
and the room air is taken into the casing (11) through the
room-air inlet (23) as the first air.

First, the first normal operation of the humidifying venti-
lation mode will be described. As illustrated in FIG. 12, in the
first normal operation, the second room air-side damper (42),
the first outside air-side damper (43), the first air-supply-side
damper (45), and the second exhaust-side damper (48) are
open, and the first room air-side damper (41), the second
outside air-side damper (44), the second air-supply-side
damper (46), and the first exhaust-side damper (47) are
closed. In the refrigerant circuit (50) in the first normal opera-
tion, the four-way switching valve (54) is set in the first state
(as illustrated in FIG. 9(A)), the first adsorption heat
exchanger (51) serves as the condenser, and the second
adsorption heat exchanger (52) serves as the evaporator.

The first air, which has flowed into the room air-side pas-
sageway (32) and has passed through the room air-side filter
(27), flows into the second heat exchanger chamber (38)
through the second inside air-side damper (42), and then
passes through the second adsorption heat exchanger (52). In
the second adsorption heat exchanger (52), the moisture of
the first air is adsorbed by the adsorbent, with the resulting
heat of adsorption being absorbed by the refrigerant. The first
air, which has been deprived of the moisture through the
second adsorption heat exchanger (52), flows into the
exhaust-side passageway (33) through the second exhaust-
side damper (48), and is discharged to the outside through the
exhaust opening (21) after passing through the exhaust fan
chamber (35).

On the other hand, the second air, which has flowed into the
outside air-side passageway (34) and has passed through the
outside air-side filter (28), flows into the first heat exchanger
chamber (37) through the first outside air-side damper (43),
and then passes through the first adsorption heat exchanger
(51). In the first adsorption heat exchanger (51), the moisture
is desorbed from the adsorbent heated by the refrigerant, and
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the desorbed moisture is given to the second air. The second
air, which has been humidified through the first adsorption
heat exchanger (51), flows into the air-supply-side passage-
way (31) through the first air-supply-side damper (45), and is
supplied into the room through the air supply opening (22)
after passing through the air supply fan chamber (36).

Next, the second normal operation in the humiditying ven-
tilation mode will be described. As illustrated in FIG. 13, in
the second normal operation, the first room air-side damper
(41), the second outside air-side damper (44), the second
air-supply-side damper (46), and the first exhaust-side
damper (47) are open, and the second room air-side damper
(42), the first outside air-side damper (43), the first air-supply-
side damper (45), and the second exhaust-side damper (48)
are closed. In the refrigerant circuit (50) in the second normal
operation, the four-way switching valve (54) is set in the
second state (as illustrated in FIG. 9(B)), the first adsorption
heat exchanger (51) serves as the evaporator, and the second
adsorption heat exchanger (52) serves as the condenser.

The first air, which has flowed into the room air-side pas-
sageway (32) and has passed through the room air-side filter
(27), flows into the first heat exchanger chamber (37) through
the first room air-side damper (41), and then passes through
the first adsorption heat exchanger (51). In the first adsorption
heat exchanger (51), the moisture of the first air is adsorbed by
the adsorbent, with the resulting heat of adsorption being
absorbed by the refrigerant. The first air, which has been
deprived of the moisture through the first adsorption heat
exchanger (51), flows into the exhaust-side passageway (33)
through the first exhaust-side damper (47), and is discharged
to the outside through the exhaust opening (21) after passing
through the exhaust fan chamber (35).

On the other hand, the second air, which has flowed into the
outside air-side passageway (34) and has passed through the
outside air-side filter (28), flows into the second heat
exchanger chamber (38) through the second outside air-side
damper (44), and then passes through the second adsorption
heat exchanger (52). In the second adsorption heat exchanger
(52), the moisture is desorbed from the adsorbent heated by
the refrigerant, and the desorbed moisture is given to the
second air. The second air, which has been humidified
through the second adsorption heat exchanger (52), flows into
the air-supply-side passageway (31) through the second air-
supply-side damper (46), and is supplied into the room
through the air supply opening (22) after passing through the
air supply fan chamber (36).

<Simple Ventilation Mode>

The humidity controlling ventilation device (10) in the
simple ventilation mode supplies taken outside air (OA) itself
as supply air (SA) into the room, and simultaneously dis-
charges taken room air (RA) itself as ejection air (EA) to the
outside. Here, the operation of the humidity controlling ven-
tilation device (10) in the simple ventilation mode will be
described with reference to FIG. 14.

In the humidity controlling ventilation device (10) in the
simple ventilation mode, the first bypass damper (83) and the
second bypass damper (84) are open, and the first room air-
side damper (41), the second room air-side damper (42), the
first outside air-side damper (43), the second outside air-side
damper (44), the first air-supply-side damper (45), the second
air-supply-side damper (46), the first exhaust-side damper
(47), and the second exhaust-side damper (48) are closed. In
the simple ventilation mode, the compressor (53) of the
refrigerant circuit (50) is shut down.

In the humidity controlling ventilation device (10) in the
simple ventilation mode, the outside air is taken into the
casing (11) through the outside-air inlet (24). The outside air,
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which has flowed into the outside air-side passageway (34)
through the outside-air inlet (24), flows into the air supply fan
chamber (36) through the first bypass passageway (81) and
the first bypass damper (83), and is then supplied into the
room through the air supply opening (22).

In the humidity controlling ventilation device (10) in the
simple ventilation mode, the room air is taken into the casing
(11) through the room-air inlet (23). The room air, which has
flowed into the room air-side passageway (32) through the
room-air inlet (23), flows into the exhaust fan chamber (35)
through the second bypass passageway (82) and the second
bypass damper (84), and is then discharged to the outside
through the exhaust opening (21).

Advantages of Embodiment

According to this embodiment, when the power consumed
by one or more of the first through (N-1)-th humidity con-
trolling ventilation devices (10a, 105, 10c, . . . ) varies by
changing the rotational speed of the air supply fan (25) (orthe
exhaust fan (26)) of the N-th humidity controlling ventilation
device (107), the N-th humidity controlling ventilation device
(10%) is automatically determined to be connected to one of
the air-supply ducts (1a, 24, 3a) to which the one or more of
the first through (N-1)-th humidity controlling ventilation
devices (10a,105,10c, . .. ) is also connected. Therefore, one
of'the air-supply ducts (14, 24, 3a) to which the N-th humidity
controlling ventilation device (107) is connected can be auto-
matically determined. Consequently, the air flow rate of the
ventilation system (S) can be accurately adjusted.

When the power consumed by one or more of the first
through (N-1)-th humidity controlling ventilation devices
(10a, 105, 10c, . . . ) decreases by increasing the rotational
speed of the air supply fan (25) of the N-th humidity control-
ling ventilation device (10%), the N-th humidity controlling
ventilation device (10r) is automatically determined to be
connected to one of the air-supply ducts (1a, 2a, 3a) to which
the one or more of the first through (N-1)-th humidity con-
trolling ventilation devices (10a, 105, 10c, . . . ) is also
connected. Therefore, one of the air-supply ducts (1a, 24, 3a)
to which the N-th humidity controlling ventilation device
(10%) is connected can be automatically determined. Conse-
quently, the air flow rate of the ventilation system (S) can be
accurately adjusted.

When the number of ventilation devices connected to a
duct is changed after introduction of a ventilation system, the
rotational speeds of fans have conventionally needed to be
again adjusted to provide a predetermined ventilation flow
rate. Specifically, a method is used in which the rotational
speeds of the fans are previously determined depending on
the number of the connected ventilation devices. Alterna-
tively, a method may be used in which the power required to
provide a predetermined ventilation flow rate is calculated
based on the rotational speeds of the fans to control the
rotational speeds of the fans based on the gap between the
calculated required power and the consumed power during
operation.

The number of ventilation devices connected to a duct is
often changed in a short time, and the method may be always
performed. Therefore, if the estimated number of ventilation
devices connected to the duct is different from the actual
number of ventilation devices connected to the duct, the air
flow rate of each of the ventilation devices may be insuffi-
cient.

However, in this embodiment, one or more of ventilation
devices connected to each of the duct banks (1, 2, 3) can be
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automatically determined. Consequently, the air flow rate of
the ventilation system (S) can be accurately adjusted.

Fluctuations in the power consumed by each of the first
through (N-1)-th humidity controlling ventilation devices
(10a, 105, 10c, . . . ) are monitored, and thus, in the event of
abnormal conditions, e.g., clogging of any one of the duct
banks (1-3) with foreign matter, a determination can be reli-
ably made which of the duct banks (1, 2, 3) has been in an
abnormal situation, or whether or not the other ducts have
been in an abnormal situation.

Variation of Embodiment

Next, a variation of this embodiment will be described. In
the embodiment, for example, a material principally capable
of'adsorbing water vapor, such as zeolite or silica gel, is used
as the adsorbent. However, in the present invention, the adsor-
bent is not limited to the material, and a material capable of
both adsorbing and absorbing water vapor (a so-called sor-
bent) may be used.

Specifically, in this variation, a hygroscopic organic poly-
meric material is used as an adsorbent. In the organic poly-
meric material used as an adsorbent, a plurality of polymer
backbones having hydrophilic polar groups in molecules are
cross-linked, and the cross-linked polymer backbones form a
three-dimensional structure.

The adsorbent of this embodiment swells by taking water
vapor (i.e., moisture absorption). A mechanism in which this
adsorbent swells by moisture absorption is assumed to be as
follows. Specifically, when the adsorbent absorbs moisture,
water vapor is adsorbed on hydrophilic polar groups, and an
electrical load caused by reaction between the hydrophilic
polar groups and water vapor acts on polymer backbones,
resulting in deformation of the polymer backbones. Then,
water vapor is taken in the clearance between the deformed
polymer backbones due to capillarity, thereby causing the
three-dimensional structures of the polymer backbones to
swell. As a result, the volume of the adsorbent increases.

In this manner, with respect to the adsorbent of this
embodiment, both adsorption of water vapor on the adsorbent
and absorption of water vapor in the adsorbent occur. That is,
water vapor is sorbed on the adsorbent. The water vapor taken
by the adsorbent enters not only the surface of the three-
dimensional structure of a plurality of cross-linked polymer
backbones but also the inside of this three-dimensional struc-
ture. Consequently, a large amount of water vapor is taken by
the adsorbent, as compared to, for example, zeolite which
allows adsorption of water vapor only on its surface.

In addition, this adsorbent contracts by desorbing water
vapor (i.e., desorbing moisture). Specifically, when the adsor-
bent desorbs moisture, the amount of water taken in the clear-
ance between polymer backbones decreases, and the shape of
the three-dimensional structure of polymer backbones gradu-
ally recovers, thereby causing the volume of the adsorbent to
decrease.

The material used as the adsorbent of this embodiment is
not limited to the material described above as long as the
adsorbent swells by moisture absorption and contracts by
moisture desorption. The material used as the adsorbent may
be a hygroscopic ion-exchange resin, for example.

Other Embodiments

In the present invention, the embodiment may be config-
ured as follows.

In the embodiment, the humidity controlling ventilation
devices (10) and the booster fan (4) are used as ventilation
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devices. However, in the present invention, the ventilation
devices are not limited to the devices and fan, and may be total
heat exchange ventilation devices.

In the embodiment, the actuation of the air supply fan (26)
of the N-th humidity controlling ventilation device (10%)
decreases the power consumed by the air supply fans (26-26)
of some of the first through (N-1)-th humidity controlling
ventilation devices (10a-10%-1), and thus, the duct to which
the N-th humidity controlling ventilation device (10#) is con-
nected is determined to be the second air-supply duct (2a) to
which the second humidity controlling ventilation device
(105) and the sixth humidity controlling ventilation device
(107), . . . are also connected. However, in the present inven-
tion, a determination process is not limited to the above-
described process. The air supply fan (26) of the N-th humid-
ity controlling ventilation device (10z) may be driven at a
predetermined rotational speed, and then, while the rotational
speeds of the air supply fans (26-26) of the first through
(N-1)-th humidity controlling ventilation devices (10a-10n-
1) are maintained at a predetermined rotational speed, the
rotational speed of the air supply fan (26) of the N-th humidity
controlling ventilation device (107) may be decreased. In this
case, the power detector (5b) detects that the decrease in the
rotational speed of the air supply fan (26) of the N-th humidity
controlling ventilation device (10#) increases the power con-
sumed by the air supply fan (26) of each of the second humid-
ity controlling ventilation device (1056), the sixth humidity
controlling ventilation device (10f), . . . . Then, the connection
determinator (5¢) determines, based on the fact that the
decrease in the rotational speed of the air supply fan (26) of
the N-th humidity controlling ventilation device (10n)
increases the power consumed by the air supply fan (26) of
each of the second humidity controlling ventilation device
(1056), the sixth humidity controlling ventilation device
(107), . . ., that the duct to which the N-th humidity controlling
ventilation device (10%) is connected is the second air-supply
duct (2a) to which the second humidity controlling ventila-
tion device (106), the sixth humidity controlling ventilation
device (10f), . . . are also connected. The exhaust ducts (15, 25,
3b) are similar to the air-supply ducts (1a, 2a, 3a), and thus,
the explanation thereof is omitted.

According to this embodiment, based on the fact that the
decrease in the rotational speed of the air supply fan (26) of
the N-th humidity controlling ventilation device (10n)
increases the power consumed by one or more of the first
through (N-1)-th humidity controlling ventilation devices
(10a,105,10c, . . .), the N-th humidity controlling ventilation
device (107) is automatically determined to be connected to
one of the air-supply ducts (1a, 2a, 3a) to which the one or
more of the first through (N-1)-th-humidity controlling ven-
tilation devices (10a, 105, 10c, . . . ) is also connected. There-
fore, one of the air-supply ducts (1a, 24, 3a) to which the N-th
humidity controlling ventilation device (10#) is connected
can be automatically determined. Consequently, the air flow
rate of the ventilation system (S) can be accurately adjusted.

In the embodiment, the ventilation controller (5) includes
the single fan controller (5a) configured to control the fans
(25, 26) of the humidity controlling ventilation devices (10a-
107) and the booster fan (4). However, in the present inven-
tion, a ventilation controller is not limited to the above-de-
scribed ventilation controller, and the humidity controlling
ventilation devices (10a-107) and the booster fan (4) may
each include a fan controller (5a) to control the fans (25, 26)
of'the humidity controlling ventilation devices (10a-107) and
the booster fan (4).

In the embodiment, the ventilation controller (5) includes
the single fan controller (5a) configured to control the fans
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(25, 26) of the humidity controlling ventilation devices (10a-
102) and the booster fan (4). However, in the present inven-
tion, a ventilation controller is not limited to the above-de-
scribed ventilation controller. The humidity controlling
ventilation devices (10a-107) and the booster fan (4) may
each include a controller, and the fans may be controlled
individually. Specifically, a single fan controller may be con-
nected to each of the humidity controlling ventilation devices
(10a-10%) and the booster fan (4). The fan controllers may
control actuation of the fan motors of the fans (4, 25, 26)
individually based on signals from the fan controller (5a), and
may drive the fans (4, 25,26) while maintaining the rotational
speeds of the fans (4, 25, 26) at a predetermined rotational
speed. The fan controllers and the fan controller (5a) form a
fan controller according to the present invention.

In the embodiment, the ventilation controller (5) includes
the single power detector (5b) configured to detect the power
consumed by the fans (25, 26) of the humidity controlling
ventilation devices (10a-107) and the booster fan (4) during
the operation of each of the fans. However, in the present
invention, a ventilation controller is not limited to the above-
described ventilation controller. The humidity controlling
ventilation devices (10a-107) and the booster fan (4) may
each include the power detector (55) to detect the power
consumed by the fans during the operation of each of the fans.
Specifically, the power detector (56) may be connected to the
fan motors of the air supply fan (26) and the exhaust fan (25)
of one of the humidity controlling ventilation devices (10a-
10#) or the fan motor of the booster fan (4) to detect the power
consumed by the corresponding fan. The power detector (564)
feeds data of the detected consumed power to the ventilation
controller (5).

In the embodiment, the ventilation controller (5) includes
the single connection determinator (5¢) configured to deter-
mine the duct banks (1, 2, 3) to which the humidity control-
ling ventilation devices (10a-10%) and the booster fan (4)
belong. However, in the present invention, a ventilation con-
troller is not limited to the above-described ventilation con-
troller. Each of the humidity controlling ventilation devices
(10a-107) and the booster fan (4) may include the connection
determinator (5¢) to determine the duct banks (1, 2, 3) to
which the humidity controlling ventilation devices (10a-107)
and the booster fan (4) belong.

The embodiments are set forth merely for the purposes of
preferred examples in nature, and are not intended to limit the
scope, applications, and use of the invention.

INDUSTRIAL APPLICABILITY

As described above, the present invention is useful for
ventilation systems in which a plurality of ventilation devices
are connected to ducts.

DESCRIPTION OF REFERENCE CHARACTERS

1 FIRST DUCT BANK

1a FIRST AIR-SUPPLY DUCT

15 FIRST EXHAUST DUCT

2 SECOND DUCT BANK

2a SECOND AIR-SUPPLY DUCT
25 SECOND EXHAUST DUCT

3 THIRD DUCT BANK

3a THIRD AIR-SUPPLY DUCT
35 THIRD EXHAUST DUCT

4 BOOSTER FAN

10

15

20

25

30

35

40

45

55

60

65

24
S5a FAN CONTROL UNIT
56 POWER DETECTION UNIT
5¢ CONNECTION DETERMINATION UNIT
10 HUMIDITY CONTROLLING VENTILATION DEVICE
25 EXHAUST FAN
26 AIR SUPPLY FAN

The invention claimed is:

1. A ventilation system comprising:

a plurality of ventilation devices comprising first through
x-th ventilation devices, where X is greater than 1, each
of the plurality of ventilation devices including an air
blowing fan;

a plurality of ducts to which the ventilation devices are
connected;

a fan controller configured to control a rotational speed of
a respective air blowing fan of each of the plurality of
ventilation devices;

apower detector configured to detect a fluctuation in power
consumed by the air blowing fan of each of the plurality
of ventilation devices; and

a connection determiner configured to perform an iterative
process of grouping the plurality of ventilation devices
based on the plurality of ducts to which the plurality of
ventilation devices are respectively connected, with one
of the plurality of ventilation devices being designated a
determination ventilation device and another one of the
plurality of ventilation devices being designated a spe-
cific ventilation device during each iteration of the pro-
cess, and a counter being initialized as N=I, the process
including:

(1) designating the (N+1)-th ventilation device as the
determination ventilation device,

(2) successively designating each of the first through
N-th ventilation devices as the specific ventilation
device and, while each of the first through N-th ven-
tilation devices is designated as the specific ventila-
tion device, determining whether the determination
ventilation device is also connected to a same one of
the plurality of ducts as the specific ventilation device
on the basis of whether the power detector detects a
fluctuation in the power consumed by the correspond-
ing air blowing fan ofthe specific ventilation device in
response to the fan controller changing the rotational
speed of the corresponding air blowing fan of the
determination ventilation device while the corre-
sponding air blowing fan of the specific ventilation
device is being driven by the fan controller, and

(3) if N+1 is less than X, incrementing the counter N by
one, and returning to (1), wherein:

in (2), while each of the first through N-th ventilation
devices is designated as the specific ventilation device,
the determination ventilation device is determined to be
connected to the same duct as the specific ventilation
device if the power detector detects the fluctuation in the
power consumed by the corresponding air blowing fan
of the specific ventilation device in response to the
changing of rotational speed of the corresponding air
blowing fan of the determination ventilation device, and
the determination ventilation device is determined to be
connected to a different duct than the specific duct if the
corresponding power detector does not detect the fluc-
tuation in the power consumed by the corresponding air
blowing fan of the specific ventilation device in response
to the changing of rotational speed of the corresponding
air blowing fan of the determination ventilation device,
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on the basis of the process, the connection determiner
determines which and how many of the plurality of
ventilation devices are connected to each of the plurality
of ducts, and

for each of the plurality of ventilation devices connectedto 5
a specific one of the plurality of ducts, the fan controller
controls the rotational speed of the corresponding air
blowing fan, based on the determined number of the
plurality of ventilation devices connected to the specific
one of the plurality of ducts to maintain a desired flow 10
rate for the specific one of the plurality of ducts.

2. The ventilation system of claim 1, wherein

in (2), while each of the first through N-th ventilation
devices is designated as the specific ventilation device,
the determination ventilation device and the specific 15
ventilation device are determined to be connected to the
same duct in a situation where when the rotational speed
of the corresponding air blowing fan of the determina-
tion ventilation device is increased, the power consumed
by the corresponding air blowing fan of the specific 20
ventilation device decreases.

3. The ventilation system of claim 1, wherein

in (2), while each of the first through N-th ventilation
devices is designated as the specific ventilation device,
the determination ventilation device and the specific 25
ventilation device are determined to be connected to the
same duct in a situation where when the rotational speed
of the corresponding air blowing fan of the determina-
tion ventilation device is decreased, the power con-
sumed by the corresponding air blowing fan of the spe- 30
cific ventilation device increases.
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